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Objectives   The influence of traffic and meteorological conditions on aerosol characteristics outdoors, the
relationship between indoor and outdoor aerosol particles, and the pollutant transport indoors by means of a
mechanical ventilation system were studied.
Methods   Indoor and outdoor concentrations of fine-particle numbers were measured during the summer (15
May–30 June 2000) in one office located in the basement of a building in Helsinki, Finland. The total number
concentration was measured with a condensation particle counter, and the particle number size distribution (7–
600 nm) was measured with a differential mobility particle sizer. The size distribution (0.3–25 µm) of the indoor
particle numbers was periodically measured with a laser particle counter.
Results   Meteorological conditions, especially wind direction, had the greatest effect on the total number
concentration and the size distribution of aerosol particles outdoors. The outdoor number concentration of
ultrafine particles (diameter <100 nm) was strongly dependent on traffic density. The temporal variations in the
indoor number concentration of ultrafine and fine particles (7–600 nm) closely followed the corresponding
temporal variations outdoors. The building ventilation system was the main means of transporting aerosols
indoors. The mean penetration factor was 0.41 (SD 0.11) for the nucleation mode (7–25 nm), 0.74 (SD 0.09) for
the Aitken mode (25–100 nm), and 0.87 (SD 0.06) for the accumulation mode (100–600 nm).
Conclusions   The ultrafine particles were bimodal with a nucleation mode (particle diameter <25 nm) and an
Aitken mode (25 nm <particle diameter <100 nm). An accumulation mode was observed with a particle diameter
larger than 100 nm. The patterns of fine-particulate air pollution inside an office can be largely estimated on the
basis of the outdoor aerosol characterization and the mechanical ventilation system.
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The properties of indoor-air aerosols are not well un-
derstood. In contrast, outdoor aerosols and pollutants
have been extensively studied under different conditions
and with the use of different measurement methods (1).
In urban areas, local aerosol sources include road and
soil dust, automotive fuel combustion, industrial proc-
esses, and energy production (2). Indoor sources include
fungal spores, bacteria, dry insect fragments, animal
dander, cooking combustion, fireplaces, kerosene heat-
ers, and cigarette smoke (3). Emissions from consumer
products and building materials can also be significant
aerosol sources (4), as can the re-emission of deposited
particles from indoor surfaces (5).

Many studies have shown that outdoor aerosols af-
fect indoor-air quality (3). Outdoor-to-indoor particle
transport can occur through cracks in the building shell
and crevices in windows and doors (6). Ventilation sys-
tems are considered another critical factor in outdoor-to-
indoor aerosol transport (7). For example, Jamriska et al
(8) have shown that temporal variations in the number
concentration of fine particles indoors follow those out-
doors, but the actual particle number concentration is sig-
nificantly lower indoors. Many studies have focused on
mechanical ventilation systems and penetration mecha-
nisms of particles, their aim being to improve indoor-air
quality by means of better ventilation and filtration (7–9).
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Urban populations in western countries spend 80–
90% of their time indoors. Therefore, one of the main
purposes of indoor aerosol studies is to contribute to the
human exposure and health risk assessment of fine par-
ticles inside residences and workplaces and to discover
means to improve indoor-air quality in these environ-
ments. This study is one of our investigations on sub-
micrometer aerosol particles in Helsinki and other ur-
ban areas in southern Finland. Earlier, Buzorius et al
(10) investigated the spatial variation in the particle
number concentration of urban air in the Helsinki area.
Väkevä et al (11) studied the vertical difference in the
particle number concentrations between street and
rooftop levels. Koponen et al (3) examined the outdoor-
to-indoor relationships of the particle number and gas
concentrations in an office building located in down-
town Helsinki.

The principal objectives of our present study were
(i) to investigate the relationship between indoor and
outdoor aerosols and (ii) to identify the origins of fine
(aerodynamic diameter <2.5 µm) and ultrafine (aerody-
namic diameter <0.1 µm) aerosols by examining the in-
door-to-outdoor (I:O) concentration ratio as a function
of particle size. We investigated the relationship be-
tween ventilation operation and outdoor-to-indoor aer-
osol transport, the effect of traffic density on outdoor
aerosols, and the effect of meteorological conditions on
outdoor aerosols. We used three different instruments
for measuring the number concentration and number
size distribution of aerosol particles in order to cover
the range from ultrafine to coarse (aerodynamic diame-
ter >2.5 µm) mode particles.

Material and methods

Measurement site

The measurement site was located about 5 kilometers
north of downtown Helsinki (figure 1). It was a typical
suburban background area with minor local sources of
air pollution except for traffic. One of the major high-
ways in the Helsinki area was located about 100 meters
from the building, and it provided a significant, tempo-
rally variable nearby source of aerosol particles. Another
main road, located about 700 meters to the south, ap-
proached the main highway and crossed it at a distance
approximately 1 kilometer to the southwest of the build-
ing. In addition, there were several small roads around
the building. There was one new building being con-
structed in the neighborhood, located about 500 meters
to the east of the measurement site, and another build-
ing construction site was located about 800 meters to
the south. To the east, up to about 2.5 kilometers, the
area consisted of extensive grass and agricultural fields.
Beyond these fields, another main highway connected
the eastern and western parts of Helsinki. This circular
highway crossed the other main highways about 2.8 kil-
ometers northeast of the measurement site. One of the
main power plants was located in downtown Helsinki and
another plant was about 20 kilometers to the east.

Room conditions and ventilation

The office building was a two-storey construction with
clean air intake at about 2 meters above the ground level.

Figure 1. Measurement site location in Helsinki.
Numbered black spot marks: (1) office building
where the measurements were made, (2) nearby
building construction, (3) nearest road to the south,
(4) other building constructions, (5) nearest cross
roads and highways, (6) main highway towards
downtown Helsinki, (7) highway junction, (8) anoth-
er circular highway connecting the eastern and west-
ern parts of the Helsinki area, and (9) major artery to
downtown Helsinki. Published with permission from
the National Land Survey of Finland (MAPSITE: avail-
able at http://www.kartta.nls.fi/; accessed March 2,
2001), permission number 126/MYY/02.
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The selected office room was located in the basement
and had no windows. The room had only one door,
which was kept closed during the study period. The to-
tal volume of the room was 31 m3. The office was not
used during the measurement period.

The air was filtered and led to the room mechani-
cally, and great care was taken to prevent any undefined
airflows from entering the room. The ventilation sys-
tem was equipped with an automatic mechanical air sup-
ply and exhaust controllers, and EU3-class filters had
been installed on the air inlet. The settings of the venti-
lation system were kept unchanged throughout the meas-
urement period. The airflow rate of the mechanical ven-
tilation and the room temperature were monitored dur-
ing the period of 8–20 June 2000. The mechanical ven-
tilation operated continuously at a constant flow rate of
~26 l/s, which produced an air exchange rate of 3 h-1

into the room. The room temperature varied between 22
and 24°C during the weekdays, but during weekends it
was 2–3°C higher.

Aerosol measurements

The particle number concentrations indoors and out-
doors and the size distribution of the fine particle num-
bers were measured, with high time resolution, from 15
May to 30 June 2000. The indoor sources of air pollu-
tion were assumed to be negligible, apart from intermit-
tent periods of intensive well-characterized cleaning.
These periods were present on a small number of days,
which were omitted from the present data.

The total number concentration of the aerosol parti-
cles was measured with a condensation particle counter
(CPC) (CPC 3022, TSI Inc, St Paul, MN, USA), which
was placed in a storage room next to the office. The air
sampling was performed at 1-minute intervals from ei-
ther indoor or outdoor air, using a computer-controlled
valve system. The outdoor air sampling was performed
near the fresh air intake of the mechanical ventilation
system. Even though the sampling was performed as
near as possible, the sampling line was 10 meters in
length. An identical sampling line was used for indoor-
air sampling to obtain a better comparison between the
indoor and outdoor aerosols. Both sampling lines were
made of copper with an 8-mm inner diameter. The air
sampling was made at a flow rate of 1.5 l/min.

The size distributions of the fine particle numbers
were measured with two identical differential mobility
particle sizers (DMPS) assembled at the University of
Helsinki according to the principles described by Adachi
et al (12), Jokinen et al (13), and Birmili et al (14). The
use of two identical systems enabled us to shorten the
sampling lines significantly, which reduced the loss of
nucleation mode particles in comparison with the CPC
measurement. The air-sampling lines for the DMPS

measurements were 2-m long copper tubes with an inner
diameter of 4 mm. The sampling flow rate was 1 l/min.
The particle diameter range covered with the DMPS set-
up was from 7 to 600 nm. The instruments were cali-
brated prior to the measurement campaign, and a sys-
tematic comparison, when both instruments were sam-
pling the same air, showed good agreement for the par-
ticle number concentration (�10% difference) with par-
ticle diameters larger than 12 nm. For particles smaller
than 12 nm in diameter, the agreement was not so good
due to potential artifacts.

A laser particle counter (CI-500, Climet Instruments
Company, Redlands, CA, USA) was used in the indoor
air measurements of the number concentration of the
fine and coarse mode particles. The laser particle coun-
ter counted particles within the diameter range of 0.3–
25 µm. In addition, this device measured room temper-
ature and relative humidity. The sampling flow rate was
about 2.8 l/min and the sampling time cycle was 10 min-
utes.

The size distributions of the particle number were
described by a multilognormal distribution function (15)
as follows:

where Dp is the particle diameter and the three parame-
ters required to identify individual mode i are the total
number concentration Ntot, the geometric variance � 2

g,
and the geometric mean diameter Dpg, while n is the
maximum number of possible individual modes. The
least-square-fitting method was used to fit the measured
particle number size distributions best to the multi-log-
normal distribution function.

Meteorological conditions

In addition to the aerosol measurements already de-
scribed, the Finnish Meteorological Institute (Helsinki,
Finland) provided meteorological data on outdoor
temperature and relative humidity, wind speed, wind di-
rection, and rain. These data were important for the in-
vestigation of local pollutant transport over the city area.
The meteorological data for the measurement period
between 15 May and 30 June 2000 is shown in figure 2.

The outdoor air temperature varied between 8 and
20°C, and the relative humidity ranged between 40% and
100%. There was an overall increasing trend in both the
temperature and relative humidity with time. The wind
speed on most days was between 2 and 5 (range 1–10) m/s.
The prevailing wind direction was primarily southwest
(~225°), but it varied between east (90°) and north (360°).
In the Helsinki area, colder air masses come from the
north, while warmer air masses come from the south. This
correlation between the temperature and the wind direc-
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particle number size distributions measured with the
DMPS. Typically, lower concentrations were measured
by the CPC than by the DMPS, due to the long sam-
pling lines in the CPC measurements, which increased
the loss of ultrafine particles. Regardless of the differ-
ence in the absolute values, we observed similar patterns
and temporal variations in the total number concentra-
tions measured with the two methods.

Figure 4 shows the total number concentration of
aerosol particles indoors and outdoors as measured with
the CPC throughout the measurement period. The hour-
ly averaged particle number concentration varied be-
tween 3000/cm3 and 30 000/cm3 outdoors, and between
1300/cm3 and 20 000/cm3 indoors. There was a decreas-
ing trend in the total number concentration with time
both outdoors and indoors, and this trend was probably
due to an inverse relationship between the outdoor
number concentration and the outdoor air temperature.
On the other hand, the wind affected the total number
concentration of the particles by transporting pollutants

Figure 2. Meteorological conditions during the study period from 15
May to 30 June 2000: (a) 12-hour average outdoor air relative humidity
(closed circles) and 24-hour average temperature (open circles), (b) 3-
hour average wind direction (closed circles) and wind speed (open
circles), and (c) daily rain fall.

tion could be seen also in our data. There were only a few
days when the amount of falling rain exceeded 2.5 mm/
day, which was considered to affect the aerosol number
concentration significantly (figure 2).

Traffic density

The Finnish Road Administration provided the data
on traffic density on the nearest highway. There were two
different daily patterns, as shown in figure 3. On week-
days, two narrow peaks represented the morning (between
0600 and 0900) and afternoon (between 1500 and 1800)
traffic rush hours, and the traffic was moderate between
them. During early morning hours (between 0000 and
0400), the traffic density was higher on weekends when
compared with that on weekdays, possibly due to leisure-
time activities in the Helsinki downtown area.

Results

Total number concentration of aerosol particles

The total number concentration of the aerosol particles
was obtained with two independent instruments. The
CPC provided the total number concentration from di-
rect measurements, but it was also integrated from the

Figure 4. The 1-hour average total number concentration of aerosol
particles as measured with the condensation particle counter outdoors
(a)  and indoors (b) during the study period from 15 May  to 30 June
2000.

Figure 3. Diurnal patterns in traffic density on the nearest highway.
Arithmetic means are shown separately for weekdays and weekends
during the study period.
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to the measurement site. For example, northerly winds
were associated with higher particle number concentra-
tions, due to the  traffic on the highway, than the other
wind directions were. The number concentrations were
at their lowest during southerly winds and intermediate

Figure 5. Mean concentrations of different sizes of aerosol particles in
the size range 7–600 nm calculated from the average values for
selected hours of the day during the study period. Separate outdoor and
indoor concentrations are given for the weekdays and weekends: (a)
midnight between 0000 and 0100, (b) morning between 0700 and
0800, (c) midday between 1100 and 1200, (d) evening between 1900
and 2000, and (e) the 24-hour average.

during easterly and westerly winds. The relatively small
variations in wind speed and relative humidity did not
seem to influence the total number concentration of par-
ticles outdoors. The rain caused a drop in the number
concentration by cleaning the atmosphere, as can be
seen from figures 2 and 4 (22 May–5 June and 26 June–
1 July).

Size distribution of particle numbers

The temporal variation in the size distribution (7–600
nm) of the particle numbers and its dependency on me-
teorological conditions and traffic density were studied.
The local wind direction had the largest effect on the
size distribution pattern of the particle numbers, as the
air masses, most likely, transported aerosols from dif-
ferent sources. Four sectors of wind direction were con-
sidered important in this respect. Sector 1 covered the
angle ranging from –120° (240°) to 60°, which repre-
sented the main highway direction as the principle
source of small particles from automotive engine emis-
sions. This sector provided a high number concentra-
tion of aerosol particles, especially those <25 nm in di-
ameter, with rapid temporal variations. Sector 2 was
from the downtown area covering the angle ranging
from 220° to 240°. Sector 3 was mostly eastern, cover-
ing the angle ranging from 60° to 170°. Sector 4, which
represented the Baltic Sea region, covered the angle
ranging from 170° to 220°. Sectors 2 and 3 represented
long-range transported air pollution and local emissions
of somewhat larger particles (from ~25 to ~60 nm in
diameter) than sector 1. The integrated total number
concentration of the particles was also lower from these
two sectors than from sector 1. Winds from sector 4 pro-
vided a lower number concentration of larger particles
(diameter >100 nm). The size range 12–100 nm in di-
ameter was clearly represented during winds from sec-
tors 1, 2, and 3, and, therefore, these occasions were
considered to represent the local background aerosol in
the urban and suburban areas of Helsinki.

Traffic density had a clear effect on the outdoor aer-
osol characteristics. The size distributions of the parti-
cle numbers varied with the time of day, and there was
also a difference between weekdays and weekends. Fig-
ures 5a–5d show the hourly mean particle number size
distributions on weekdays and weekends for selected
time periods. Figure 5e shows the corresponding daily
averaged data. At all times, the highest number concen-
tration of outdoor air particles was observed in the size
range <30 nm in diameter. Usually the  outdoor number
concentration of ultrafine particles (<0.1 µm in  diame-
ter) was higher on weekdays than on weekends. The
only exception was Friday and Saturday nights
(2300–0200), when the number concentration ex-
ceeded the weekday level (figure 5a). The outdoor
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number concentrations during weekdays and weekends
were at the same level only when the traffic densities
were about the same (figure 5d). At all times, the in-
door number concentration of ultrafine particles was
clearly lower than that outdoors.

Modal characterization of aerosol particles

A lognormal fitting of the average particle number size
distribution of weekday outdoor aerosols is shown in
figures 5a–5c. In general, the three main modes (nucle-
ation, Aitken, and accumulation) of aerosol particles
were observed in the size range 7–600 nm in diameter
both indoors and outdoors. The nucleation mode oc-
curred in the particle diameter range 7–25 nm, the
Aitken mode in 25–100 nm, and the accumulation mode
in 100–600 nm. On weekends, the lower limit of the ac-
cumulation mode varied between 80 and 100 nm in di-
ameter, and consequently the upper limit of the Aitken
mode changed.

With the help of the measurement of the coarse mode
particles indoors, we could construct a complete size dis-
tribution for the particle numbers that covered the size
range from 7 nm to 25 µm in diameter. After this con-
struction, the upper limit of the accumulation mode was
extended to 1 µm in diameter, and we recognized the
coarse mode that occurred in the size range >1 µm in
diameter. Sometimes, we observed two nucleation sub-
modes, probably due to high traffic densities. Nuclea-
tion mode 1 fell into the size range 7–12 nm, and nu-
cleation mode 2 covered the size range 12–25 nm in di-
ameter.

The geometric mean diameters of the recognized
particle modes (nucleation, Aitken, and accumulation)
are shown in table 1. The separation of the three fine
particle modes was somewhat difficult due to the rapid
temporal variations in the size distributions. The parti-
cle number concentrations in the three modes through-
out the measurement period are shown for the outdoor
air in figures 6a–6c and for the indoor air in figures 6d–
6f. In the outdoor air, the highest number concentrations
were observed in the nucleation mode, followed by
those in the Aitken and accumulation modes.

Figure 6 . The 1-hour average outdoor (a-c) and indoor (d-f) number
concentration of aerosol particles in three modes during the study
period.

Table 1. Geometric mean (GM) diameters and geometric stand-
ard deviations (GSD) of the particle modes from a lognormal fit-
ting of the measured number size distributions of the outdoor air
particles on weekdays and weekends.

Particle mode

Nucleation Aitken Accumulation

GM (nm) GSD GM (nm) GSD GM (nm) GSD

Weekends 10.0 1.8 41.0 1.9 110.0 1.8
Weekdays 10.8 1.8 43.5 1.9 125.0 1.8
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Diurnal patterns in particle number concentration

The patterns of the particle number concentration
both outdoors and indoors differed clearly between

the weekdays and weekends, which probably reflected
the differences in traffic density (figure 3).

Figure 7 shows the 1-hour average total number con-
centrations of aerosol particles during all weekdays
(Monday–Friday) and weekends (Saturday and Sunday),
as integrated from the particle number size distributions.
The estimated number concentrations are also shown for
each of the three particle modes. At midnight, the total
number concentration of particles was higher during the
weekends than during the weekdays, but otherwise the
number concentration was lower during the weekends.
During the weekdays, the morning rush hours and the
daytime traffic increased the particle number concen-
trations in the nucleation and Aitken modes, while the
accumulation mode was much less affected.

Indoor-to-outdoor relationship

The analysis of the I:O concentration ratios showed that
the predominant source of indoor air particles was the
outdoor air. The temporal variations in the indoor
number concentrations of aerosol particles in the size
range 7–600 nm followed closely the corresponding var-
iations in the outdoor concentrations, as shown in fig-
ures 4, 6, and 7. The number concentration of the nu-
cleation mode particles indoors was much lower than
that outdoors, whereas the corresponding difference was
not so large in the other two modes.

Figure 8 shows the I:O ratios as a function of parti-
cle size. The I:O ratios for each particle mode were rath-
er constant throughout the measurement period, which
was a logical occurrence due to the continuous opera-
tion of the mechanical ventilation system. The arithme-
tic means of the I:O ratios were 0.41 (SD 0.11), 0.74
(SD 0.09), 0.87 (SD 0.06), and 0.61 (SD 0.14) for the
nucleation mode, Aitken mode, accumulation mode, and
total number concentration, respectively. The channel-
to-channel I:O ratio was higher than 0.8 for particles
>100 nm in diameter.

Discussion

Our earlier study (10) demonstrated that the outdoor
number concentrations of fine particles follow similar
temporal patterns over a reasonably large area in Hel-
sinki. The spatial differences affect mainly the absolute
values that are lower in less urbanized areas. Therefore,
we assume that the temporal patterns of the outdoor par-
ticle number concentrations in our study can be reason-
ably well generalized for the Helsinki area. Meteoro-
logical conditions, especially wind direction, had the
largest effect on the particle number concentration. This
effect can be expected to be similar in nearby suburban

Figure 7. Diurnal patterns in the 1-hour average number concentra-
tions of aerosol particles during the study period. Arithmetic means are
shown separately for weekdays outdoors (a), weekends outdoors (b),
weekdays indoors (c), and weekends indoors (d).

Figure 8. Indoor-to-outdoor concentration ratios during the study
period. Arithmetic means and standard deviations are shown for
different sizes of aerosol particles.
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This finding indicates that the accumulation mode con-
sisted of regional aerosols.

Since the ventilation air supply into the building op-
erated continuously at a high ventilation rate, we expect-
ed the rapid changes in the particle number concentra-
tion outdoors to be reflected by the particle number con-
centration indoors with a short delay. It was also obvi-
ous that a steady-state condition for the particle ex-
change rate was attained between outdoor and indoor
air. The I:O ratios for the nucleation mode (<0.6) and
Aitken mode (0.6–0.8) were constantly lower than that
for the accumulation mode (>0.8); this result agrees with
the general statement that particles within the diameter
range 0.1–1 µm have the highest penetration factor
through mechanical ventilation systems (20).

The I:O ratios for the different particle modes in our
study (figure 8) were larger than those in the study of
Koponen et al (3). This difference could be partly due
to the season of the measurement campaign, as the total
number concentration of outdoor aerosol particles was
much lower (about half) in summer [this study] than in
winter [in the study of Koponen et al (3)]. It should be
noted that outdoor conditions, such as air temperature,
relative humidity, and pressure vary widely between
winter and summer. Therefore, there may be seasonal
differences in the I:O ratio due to different meteorolog-
ical conditions (21, 22).

Another likely reason for the larger I:O ratios ob-
served by us is the filter installed in the mechanical ven-
tilation system, an EU3-class filter in this study and an
EU7-class filter in the study of Koponen et al (3). The
filtration efficiency of an EU3-class filter is lower than
that of an EU7-class filter, and hence higher I:O ratios
could be expected in our study, especially for the parti-
cle diameter range of 0.1–1.0 µm. Thus a high filtration
efficiency filter in the mechanical ventilation system
seems to be an important means of producing better in-
door-air quality.

In conclusion, the patterns of fine particulate air pol-
lution inside an office room could be largely estimated
on the basis of the outdoor aerosol characterization and
the mechanical ventilation system. In order to achieve a
better understanding of indoor-air quality in relation to
outdoor particulate air pollution, we recommend new
intense measurement campaigns and controlled studies
of longer duration.
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and urban areas. In fact, it applies to a variety of mete-
orological conditions such as outdoor air temperature,
humidity, wind speed, wind direction, and rain. In ad-
dition, rapid temporal variations in aerosol concentra-
tions can be referred to exhaust emissions and the re-
suspension of deposited dust from road surfaces as a re-
sult of traffic (2, 10, 16), which also shows similar tem-
poral patterns in different parts of the metropolitan area.

The outdoor and indoor fine particles were classi-
fied into the following three common modes according
to the size range: nucleation mode (7–25 nm), Aitken
mode (25–100 nm on weekdays and 25–80 nm on week-
ends), and accumulation mode (100–1000 nm on week-
days and 80–1000 nm on weekends). The particle
number size distributions outdoors showed good gener-
al agreement with that described by Seinfeld & Pandis
(15) for suburban areas. The modal classification was
made according to lognormal fitting of the measured
particle number size distributions, and it agreed well
with the results of previous studies conducted in subur-
ban and urban areas by Mäkelä et al (16), Birmili &
Wiedensohler (17), and Koponen et al (3).

A major advantage of our modal classification was
that it enabled local traffic-related aerosols to be sepa-
rated from the other sources. The size distributions of
the particle masses measured from diesel engine exhaust
are nearly lognormal, the geometric mean diameters
ranging from 60 to 120 nm, whereas those measured
from gasoline engine exhaust tend to be asymmetric
with smaller mean diameters, ranging from 40 to 80 nm
(18). In our current study, on weekdays, the observed
geometric mass mean diameters of the aerosol particles
were 17.3, 80.7, and 200 nm for the nucleation mode,
Aitken mode, and accumulation mode, respectively,
while on weekends the corresponding values were 16.0,
72.3, and 176 nm, respectively.

The number concentrations of aerosol particles
showed a clear diurnal pattern both outdoors and indoors
(figures 5 & 7). The outdoor concentrations of ultrafine
particles (corresponding to the nucleation + Aitken
modes) seemed to be strongly related to traffic density,
as indicated by the analysis of the influence of wind di-
rection and the temporal pattern of concentration varia-
tions. This finding agrees with that of the study by Pak-
kanen et al (19), who compared an urban site with a re-
mote area in Helsinki. They observed an Aitken mode
with average mass mean diameters between 85 and 106
nm at both sites. Moreover, the analysis of ionic and el-
emental compositions in several fine particulate subfrac-
tions suggested that the Aitken mode particles, and the
ultrafine particles in general, were derived from auto-
motive engine emissions and, to some extent, from oil
combustion. The accumulation mode particles remained
unchanged in number concentration and daily patterns,
and they did not show any dependence on local traffic.
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